CONSTRUCTION « .
10000-GALLON CAPACITY ABOVEGROUND HORIZONTAL CYLINDRICAL THE TANK SHALL BE A CYLINDRICAL, HORIZONTAL, STEEL TANK INTENDED FOR THE STANDARD TANKS SHALL INCLUDE, AT A MINIMUM, FITTINGS FOR NORMAL VENT, 192 ,
FiRecUARD® STORAGE OF FLAMMABLE AND COMBUSTIBLE LIQUIDS AT ATMOSPHERIC TANK SHALL BE OF DOUBLE-WALL CONSTRUCTION AND PROVIDE COMPLETE INTERSTITIAL MONITORING, EMERGENCY VENT FOR PRIMARY TANK, EMERGENCY 3SPA@4S
UL.2065 THERMALLY INSULATED. DOUBLE-WALL STEEL STORAGE TAN PRESSURE. TANK SHALL INCLUDE INTEGRAL STEEL SECONDARY CONTAINMENT SECONDARY CONTAINMENT OF THE PRIMARY STORAGE TANK'S CONTENTS BY AN VENT FOR SECONDARY TANK, PRODUCT FILL, PRODUCT PUMPISUPPLY AND LIQUID
- h E TANK AND THERMAL INSULATION THAT PROVIDES A MINIMUM TWO-HOUR FIRE RATING. IMPERVIOUS STEEL OUTER WALL. INNER AND OUTER TANKS SHALL BE LEVEL GAUGE. SEE STANDARD DRAWINGS AT WWW.HIGHLANDTANK. COMFOR ., L e
TEH [ O RIS pRRT THE TANK DESIGN SHALL COMPLY WITH UL 2085 *PROTECTED" TANK STANDARD MANUFACTURED IN ACCORDANCE WITH UL-142 STANDARD FOR STEEL QUANTITY, SIZE AND LOCATION OF FITTINGS ON STANDARD TANKS. ALL FITTINGS /
CONTRACTER. TOLCH UP PAINT SHPPED QUANTITY: ___ HAVING BEEN TESTED FOR BALLISTICS, IMPACT, HOSE STREAM, AND POOL FIRE ABOVEGROUND TANKS FOR FLAMMABLE AND COMBUSTIBLE LIQUIDS AS MUST BE LOCATED ABOVE THE MAXIMUM FLUID LEVEL PER UL-2085 / STI FIREGUARD
SHIPFING LGS AS NEEDED : PERFORMANCE STANDARDS. TANK SHALL BE DESIGNED FOR POSSIBLE REFERENCED IN UL-2085. TANK SHALL BE FABRICATED OF MILD CARBON STEEL WITH REQUIREMENTS. NORMAL VENT SIZES ARE EQUAL TO, OR LARGER THAN LARGEST /
NOMINAL CAPACITY: 10000-GALLONS, AS INDICATED ON DRAWING. RELOCATION AT A FUTURE DATE. CONCRETE ENCASED TANK DESIGNS ARE NOT SHELL SEAMS OF CONTINUOUS LAP WELD CONSTRUCTION. FITTING TO BE USED FOR FILL ORWITHDRAW FROM THE TANK. EMERGENCY VENT / BOLLARD (TYP)
EQUAL AND WILL NOT BE PERMITTED. SIZE IS BASED ON THE WETTED SURFACE AREA OF THE TANK. /
NOMINAL TANK DIMENSIONS: DIAMETER LENGTH : AMINIMUM OF 3° OF POROUS, LIGHTWEIGHT MONOLITHIC THERMAL INSULATION /
PRIMARY TANK: 8-FEET, 0-INCHES 26-FEET, INNER (PRIMARY) AND OUTER (SECONDARY) TANKS SHALL BE FABRICATED FROM MATERIAL SHALL BE INSTALLED AT THE FACTORY WITHIN THE INTERSTITIAL SPACE o TWO (2) WELDED-ON SADDLES - DESIGN, SIZE AND LOCATION DETERMINED /
8NCHES MILD CARBON STEEL WITH FLAT-FLANGED HEADS, AND LAP-WELDS AT ALL SEAMS BETWEEN THE INNER AND OUTER WALL. THERMAL INSULATING MATERIAL: PER STI SPECIFICATIONS /
SECONDARY TANK: 8-FEET, 6-INCHES 27-FEET, AND JOINTS. PRIMARY AND SECONDARY TANKS ARE AIR TESTED AT THE FACTORY. /
3NCHES _ (PRIMARY TANK MAY NEED TO BE RETESTED FOR TIGHTNESS AT THE JOBSITE o SHALLBE IN ACCORDANCE WITH AMERICAN SOCIETY OF TESTING MATERIALS o LIFTING LUGS SHALL BE PROVIDED AT BALANCING POINTS TO FACILITATE
PRIOR TO COMMISSIONING. CONSULT AHJ FOR REQUIREMENTS.) TANK SHALL BE (ASTM) STANDARDS C-332 AND C495. HANDLING AND INSTALLATION.
MINIMUM STEEL THICKNESS: HEAD SHELL SUPPLIED WITH EMERGENCY VENTS FOR THE PRIMARY AND THE SECONDARY o SHALLALLOW LIQUID TO MIGRATE THROUGH IT TO THE MONITORING POINT.
PRIMARY TANK: 5MB-NCH 114INCH CONTAINMENT TANKS. EMERGENCY VENTING BY "FORM OF CONSTRUCTION' IS o SHALLNOT BE EXPOSED TO WEATHERING AND SHALL BE PROTECTED BY THE /
SECONDARY TANK: 516-INCH 1H4-INCH NOT EQUAL AND WILL NOT BE PERMITTED. STEEL SECONDARY CONTAINMENT OUTER WALL (AN EXTERIOR CONCRETE EXTERIOR PROTECTIVE COATING: /
WALL OR VAULT EXPOSED TO THE ELEMENTS WILL NOT BE PERMITTED), /
TANK SHALL BE MANUFACTURED, TESTED AND LABELED IN CONFORMANCE WITH TANK SHALL COMPLY WITH THE LATEST EDITION OF NATIONAL FIRE PROTECTION SURFACE PREPARATION: GRIT BLAST - SSPC-SP-6 WHITE BLAST /
T T T ' . UNDERWRITERS LABORATORIES' ASSOCIATION NFPA 30 FLAMMABLE AND COMBUSTIBLE LIQUIDS CODE. THETANK ~ EACH TANK SHALL BE DELIVERED AS A COMPLETE UL-LISTED ASSEMBLY INCLUDING FINISH: WHITE URETHANE PAINT SYSTEM 57 DFT ON THE SHELL AND HEADS ¢
TYPE_— DOUBLE WALL — TYPE | ~ UL-2085 STANDARD FOR PROTECTED ABOVEGROUND TANKS FOR FLAMMABLE AND ~ SYSTEM SHALL ALSO MEET OR EXCEED THE REQUIREMENTS OF: THE FOLLOWING FITTINGS AND COMPONENTS: (ALL FITTINGS NPT OR FLANGED, // /
R e R 4 COMBUSTIBLE LIQUIDS, DOUBLE-WALL CONSTRUCTION. TANK SHALL BE SHALL BE SUPPLIED WITH PLASTIC PROTECTORS FOR SHIPMENT) /
Ee T e — ) MANUFACTURED AND LABELED N STRICT ACCORDANCE WITH STEEL TANK o NATIONAL FIRE PROTECTION ASSOCIATION NFPA 30A AUTOMOBILE AND A*%
TIGKRESS = TINERS HEADS: 5776" SHELL 777" || |10 0 VGE TROUGT et LG, WK W Sori INSTITUTE (STI) FIREGUARD® THERMALLY INSULATED, DOUBLE-WALL STEEL MARINE SERVICE STATION CODE . e 2,
micoes — oner- Hgos: 7 oh iy oa || 4R B TR PO R ABOVEGROUND STORAGE TANK STANDARDS AS APPLIED BY A LICENSEE OF THE o 1997 UNIFORM FIRE CODE (UFC)"PROTECTED" AST CRITERIA AS PER Q
CONSTRUCTON — INER — U WELD OUTSDE On|| | © 0 1y e~ iy iy STI. TANK SHALL BE SUBJECT TO THE STF'S QUALITY ASSURANCE PROGRAM AND APPENDIX ILF, INCLUDING BALLISTICS PROTECTION - VICINITY MAP
e e - s G e e S SHALL BE BACKED BY THE STI 30-YEAR LIMITED WARRANTY. ¢ CALIFORNIA AIR RESOURCES BOARD (CARB) TESTING REQUIREMENTS FOR 2504 BACK ACRE CIRCLE
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